This paper presents a new estimation method to determine the optimal number of transducers using an Ultrasonic Velocity Profile (UVP) for accurate flow rate measurement downstream of a single elbow. Since UVP can measure velocity profiles over a pipe diameter and calculate the flow rate by integrating these velocity profiles, it is also expected to obtain an accurate flow rate using multiple transducers under nondeveloped flow conditions formed downstream of an elbow. The new estimation method employs a wave number of velocity profile fluctuations along a circle on a pipe cross-section using Fast Fourier Transform (FFT). The optimal number of transducers is estimated based on the sampling theorem. To evaluate this method, a preliminary experiment and numerical simulations using Computational Fluid Dynamics (CFD) are conducted. The evaluating regions of velocity profiles are located at 3 times of a pipe diameter (3D) for the experiment, and 1 and 5D for the simulations downstream of an elbow, respectively. Reynolds numbers for the experiment and simulations are set at 4 × 10 4 and 5 × 10 6 , respectively. These results indicate the efficiency of this new method.
Introduction
Accurate pipe flow rate measurements are important to generate electricity with high efficiency at nuclear power plants. Highly accurate flow metering has also been required recently to improve plant performance and reduce the environmental impact of plant discharge on the surrounding sensitive environment. The accuracy of nuclear reactor feed water flow rate measurements is receiving special attention, since they represent the largest source of uncertainty when calculating reactor thermal power. The accuracy of flow rate measurement for turbine cooling systems is also important to monitor any temperature increase in discharge water and improve steam condenser performance. We aim to apply the UVP method to measure the flow rate of feed and circulation water in power plants.
Compact piping configurations are often used at the suction of centrifugal pumps due to space restrictions.
The generation of secondary flow structures such as swirls, asymmetry, and flow distortion within such systems is strongly dependent on the piping system geometry, for example, the angle of pipe bends, bend radii, planes of curvature, types of elbows, and lengths between elbows.
The UVP method allows instantaneous velocity profiles to be obtained along the ultrasonic beam path. The principle of the flow measurement method is based on integrating an instantaneous velocity profile over a pipe diameter. This method can obtain the velocity component along the ultrasonic beam, while the streamwise velocity component can be calculated provided the pipe flow is fully developed with long straight pipe sections upstream of this meter.
To validate this technique and investigate its accuracy, calibration tests were performed at the National Institute of Standards and Technology (NIST) flow standards located in Gaithersburg, MD, USA [1, 2] . These results showed that the difference between the average flow rate, as measured by the UVP method and NIST gravimetric measurement, was approximately 0.18%.
To evaluate the effect of pipe surface roughness on the accuracy of the meter factor using the UVP method, experiments were conducted [3] . For nondeveloped flows downstream of a single elbow, the multimeasuring line method was applied [4] . This method employed three transducers mounted on a pipe with a constant circumferential interval. However, since these experiments were conducted 8 diameters downstream of a single elbow, the secondary flow influence was relatively minor in comparative terms compared with the case of 1 or 2 diameters downstream of a single elbow. Power plants often require accurate flow rate monitoring, even without sufficient straight pipe sections upstream of the measuring point. Particularly for large diameter pipes, it is difficult to arrange a sufficient straight pipe section upstream of the measuring point and the distance between a single elbow and the measuring point is often only a few diameters. To apply UVP to accurate flow rate measurement under this condition, estimating the optimal number of transducers is important with costs in mind.
Based on conventional studies, secondary flow structures downstream of a single elbow were reported [5] [6] [7] [8] , and the effects of a single elbow on flow rate measurement accuracy were investigated using an orifice flow meter [9] . However, few investigations have been conducted on flow rate measurements under the condition of a strong secondary flow a few diameters downstream of a single elbow.
To measure flow accurately under such condition, detailed knowledge of the flow field downstream of a single elbow is required to minimize the adverse effects of secondary flows. Such knowledge can be effectively and efficiently gained using CFD. This paper presents a new estimation method to determine the optimal number of transducers to measure flow rate accurately downstream of a single elbow. To evaluate this new method, a preliminary experiment was conducted under conditions of a Reynolds number of Re = 4 × 10 4 , a pipe inner diameter of D = 50 mm, and a measuring point located at 3D distance downstream of an elbow. Subsequently, CFD calculations were also conducted under the following conditions: flow rates were estimated at 1 and 5 diameters downstream of a single elbow. The inflow profiles showed fully developed turbulent pipe flow and the diameter was assumed to be 600 mm piping with short elbow. The Reynolds number was set at 5 × 10 6 considering the actual plant condition.
Flow Rate Measurement Method Using UVP
A UVP method for flow metering systems was developed [10, 11] . Figure 1 shows a diagram of the ultrasound propagation involved in the UVP method, which allows instantaneous velocity profiles to be obtained along the ultrasonic beam path. The principle of the flow measurement method is based on the integration of an instantaneous velocity profile over a pipe diameter. Ultrasound at frequency f 0 is emitted into the fluid at an incident angle θ w from a transducer. The ultrasonic pulses bounce back from particles flowing in the fluid with the frequency shifted f d based on the Doppler principle, which is propositional to the particle velocity V TX . By assuming a one-directional flow parallel to the streamwise direction for a fully developed flow, the velocity in the axial direction V axial can be obtained as follows:
where θ f is the transmission angle of ultrasound in the fluid. The particle position L f is also determined along the ultrasound path. By measuring the traveling time of the ultrasonic pulse t f for the round trip between the transducer and the targeting particle in the fluid, the particle position L f can be calculated as the distance from the transducer to the particle at the speed of the ultrasound in the fluid. The following equations show the relationships used in the UVP method:
The flow conditions downstream of elbows are usually not fully developed flow due to the strong secondary flow. Therefore, velocity profiles obtained by UVP are influenced by the secondary flow. For example, as illustrated in Figure 2 , while the actual velocity vector varies from V b to V d , the velocity component obtained using UVP is the same value, V a .
Studies on ultrasonic transmission efficiency through various media are needed to consider accurate flow rate measurements. Figure 3 shows an ultrasonic transmission ratio where the ultrasound enters water through a carbon steel pipe wall. The transmission ratio can be calculated as follows [12] :
,
A is the amplitude of the ultrasound pulse, λ and μ are the Lame constant of the medium, and θ is the incident or refraction angle of the ultrasound pulse. The propagation and transmission of ultrasound follow the wave propagation theorem. Reflection, diffraction, and inflection of ultrasound pulses occur at the boundary of two materials with different acoustic impedances. In solids, both longitudinal and shear vertical waves are generated with different refraction angles, the transmission ratio of which can be estimated considering the ultrasound incident angle and the acoustic parameters of these materials. Multiple wave paths emerge in the flow field, which affect the accuracy of flow rate measurement [13] . Therefore, to measure the flow rate in a pipe through the pipe outer wall, adopting the shear vertical wave is preferable because the transmission wave into water forms a strong and single wave path. Since the transmission angle in water is approximately 18
• , as illustrated in Figure 3 when adopting the shear vertical wave, the secondary flow has a remarkable effect on velocity profiles obtained by the UVP method.
The UVP method can measure an instantaneous velocity profile as mentioned above, and the sampling rate is approximately 50 to 100 ms per profile when a pipe diameter is 500 mm. Additionally, a flow rate is generally calculated using a time-averaged velocity profile averaged using over 1000 instantaneous velocity profiles. Considering these parameters, the UVP method is applicable to fluctuating flows required over a 50 to 100 ms sampling rate (or below 10 to 20 Hz). Conversely, a conventional study reported a frequency of pressure fluctuation just after an elbow of approximately 3 to 10 Hz for Re = 10 6 [14] . Therefore, in this paper, a time-averaged velocity profile is employed to investigate the optimal number of transducers for accurate flow rate metering.
Preliminary Experiment

Experimental Conditions.
To evaluate the new estimation method to determine the optimal number of transducers to measure flow rate accurately downstream of a single elbow, a preliminary experiment was conducted. The experimental apparatus used consisted of a water circulation system, a test section, and a measurement system as shown in Figure 4 [15] . The schematic diagram was designed to emphasize the formation of fully developed turbulent pipe flow downstream of elbows. The flow rate could be controlled via a bypass line and flow control valve. Water was circulated by a centrifugal pump. The pipeline system was made of Polyvinyl Chloride (PVC). Before the test section, a flow conditioner and turbulence promoter ring were installed to ensure a uniform velocity profile.
Water was filled in a water box coupled between the transducer and pipe. The pipe at the test section was made of acrylic considering the high ultrasound transmission ratio. The total length of pipe was approximately 1.5 m, with inner diameter and wall thickness of 50 and 5 mm, respectively. The flow rate was monitored by an electromagnetic flow meter located upstream of the test section. Elbows had curvature angles of 90
• and average curvature of 30 mm. The measuring point was located at 3D downstream of the elbow. Figure 5 shows the schematic diagram of a measuring section when using three transducers. The transmission point of the ultrasound into fluid, the center point of the pipe, and the far point from the transducer on the pipe inner surface along the ultrasonic beam path are defined as r/D = −0.5, 0 and +0.5, respectively. A line segment from r/D = −0.5, to 0 (or 0 to +0.5) along the ultrasonic beam path and a circle passing through the measuring points on the same cross-section are defined as "measuring line" and "measuring circle," respectively. Therefore, the total number of measuring lines is six when using three transducers. The regions from r/D = −0.5 to 0 and from 0 to +0.5 are defined as "near field" and "far field," respectively. Additionally, the circumferential transducer position φ on the pipe outer wall is defined as illustrated in Figure 6 .
The flow measurement system is composed of the UVP-DUO model (Met Flow AG) and a PC, which records the flow rate obtained by the electromagnetic flow meter and the temperature data by a thermometer. The basic ultrasound frequency is 8 MHz and the distance between measuring points along an ultrasonic beam is 0.74 mm. Nylon powder, the average particle diameter of which is approximately 80 μm and specific particle gravity of which is 1.02, was dispersed in water as an ultrasonic reflector. The Reynolds number is Re = 4 × 10 4 . During the experiment, the water temperature was kept at a constant 25
• C using a subcooler installed inside a reservoir tank.
A time-averaged velocity profile is averaged using 1024 instantaneous velocity profiles and normalized by the mean velocity. A transducer is mounted on the outer surface of the pipe at an incident angle of 10
• to the normal plane of the wall. The transducer is set at 10
• intervals around the pipe and the velocity profiles were measured at each circumferential position. Figure 7 shows velocity profiles along each measuring circle obtained by the UVP method. The horizontal axis is the transducer circumferential position, while the vertical axis is the time-averaged velocity normalized by the mean velocity. This figure indicates that velocity profiles fluctuate depending on the circumferential transducer position. The flow condition formed in this experiment was expected to be an asymmetrical flow along a line through φ = 90 and 270
Results.
• with small secondary flows. This is because considering velocities obtained at three points (P α , P β , and P γ ) as illustrated in Figure 8(a) , the velocities V α UVP and V β UVP obtained at P α and P β differed under an asymmetric flow, velocities V α UVP and V γ UVP obtained at P α and P γ were almost the same without a secondary flow, due to the proximity of P α and P γ , while V α UVP and V γ UVP differed with a secondary flow as shown in Figure 8 Investigations of the optimal number of transducers are important when flow rate measurements using the UVP method are conducted. The spatial resolution of measuring points along a measuring line can also be controlled according to the pipe diameter and the required flow rate accuracy. Conversely, the spatial resolution along a measuring circle depends on the number of transducers, the optimal number of which can be estimated by considering flow conditions, for example, swirl or asymmetric flows. Therefore, in this study, the wave number of velocity profiles fluctuation in a measuring circle was investigated using FFT analysis, and the number of transducers was also estimated using these FFT results. Figure 9 shows the FFT results calculated using velocity profiles along measuring circles. The maximum peaks emerged at approximately N w = 1 for every r/D cases, while the amplitudes declined at N w = 2 to 3, where N w indicates the wave number in a measuring circle.
Flow rate errors versus the number of transducers mounted around the pipe outer wall are plotted in Figure 10 . The flow rate of "All field" written in the figure is calculated using velocity profiles in both near and far fields. Since the flow is expected to vary in a streamwise direction, the converged flow rate error of the near field differs from that of far field. The flow rate errors converge when using approximately 4 to 6 transducers, and this result is consistent with the estimated number of transducers considering the sampling theorem.
CFD Simulation
CFD Code and Modeling.
In this paper, CFD analysis was performed with 1D mean radius elbow configuration. The CFD code used to simulate a pipe flow downstream of a single elbow was ANSYS FLUNET (Version 13.0). An isometric view of the piping configuration is shown in Figure 11 . Secondary flows were estimated at six crosssections, from the outlet plane of a single elbow (0D) to 5D downstream of a single elbow. Table 1 and Figure 12 show the specifications of CFD analysis and a schematic diagram of the mesh layout around the single elbow.
A velocity profile assumed to be measured by the UVP method was read out from a numerical simulation result. In this paper, the transmission angle into water was estimated at 19.4
• considering the material used for a pipe and wedge, which were assumed to be composed of carbon steel and polystyrene, respectively. The velocity profile was subject to change depending on the incident angle, because the transmission angle, in other words the ultrasound beam path, would also change in water and the UVP method measures the velocity component along the beam direction. The effects of an incident angle on the accuracy of the UVP method for flow rate measurements were investigated considering longitudinal, shear vertical, and Lamb waves emerging in the pipe wall [13] . However, in power plants, since many carbon steel pipes are used, within which water usually flows, the transmission angle was expected to be within a few degrees difference of 19.4
• . Therefore, the transmission angle in this paper was set at 19.4
• as a representative example.
A Shear Stress Transport (SST) κ-ω based model [16] was employed for the turbulent model in this paper, because the SST κ-ω model is described as a better turbulent model than κ-ε models to estimate separation and reattachment points in fully turbulent pipe flow with a sudden expansion or diffuser [17, 18] . Moreover, velocity profiles obtained downstream of an elbow were expected to be influenced by vortexes generated in an elbow. The κ-ω based SST model accounted for the transport of the turbulent shear stress. For free shear flows, the SST model was identical to the κ-ε model, with the convergence behavior of the κ-ω model often similar to that of the κ-ε model. This is because the zonal κ-ω models included a blending function in the near wall region as a function of wall distance; an additional equation was solved to compute the wall distance at the start of simulations. The steady flow condition considering gravity and the secondary order upwind for spatial discretization was adopted. The Reynolds number was set at 5 × 10 6 based on the pipe diameter and the bulk fluid velocity.
The inflow boundary condition for each case consisted of uniform velocity components, while the outflow boundary condition was used for the flow exit model. At the pipe wall, the no-slip condition was applied to the velocity components.
Results
Patterns of Secondary Flow on Each
Cross-Section. The computed velocity distributions projected on each crosssection plane from 0 to 5D downstream of a single elbow are shown in Figure 13 . It is well known that flow through a pipe elbow results in velocity directions from the inner to the outer wall. This figure shows strong vertical asymmetry due to the pressure gradient and the strong secondary flow generated in the elbow. As seen in this figure, the secondary flows changed significantly between 0 and 1D downstream of the elbow, while two large vortexes emerged after 1D, which moved gradually outward from the elbow, increasing the streamwise distance from the same. These secondary flow patterns were expected to reduce the precision of flow rate measurements, because the velocity component along the ultrasound beam path varied depending on the circumferential or streamwise position of the transducer.
To estimate the decrease ratio of secondary flows depending on the distance from the elbow, averaged absolute velocities projected on one cross-section plane and normalized using the bulk fluid velocity were employed. These averaged velocities are shown in Figure 14 with the distance from the elbow on the abscissa. Since the decrease ratio between 0 and 1D is significant, numerous transducers were thought to be required for accurate flow rate metering at 1D.
Velocity Profiles along the Ultrasonic Beam
Path. Velocity profiles at 1 and 5D along the ultrasonic beam path are illustrated in Figures 15 and 16 . As shown in Figure 15(a) , the velocity profile at φ = 90
• varied strongly in the far field, because these velocities were affected by the significant secondary flow between two vortexes, as shown in Figure 13(b) . The velocity profile at φ = 270
• formed a different shape compared with φ = 90
• , since most velocities along the vertical line traversing the center of the pipe in Figure 13(b) pointed upward. Conversely, where the transducer was mounted at φ = 0 or 180
• , these velocity profiles were almost the same due to the lateral symmetric flow. The velocity profile fluctuation obtained at 5D, as shown in Figure 16 , was smaller than those at 1D, because the velocity of the secondary flow between two vortexes was also smaller, as illustrated in Figure 13 (f). In addition, the velocity profiles read out at φ = 0 and 180
• resembled the bulk fluid velocity of the pipe flow due to the week secondary flow in a horizontal direction. This result shows the capability to improve the accuracy of flow rate measurement when transducers are located at φ = 0 or 180
• downstream of a single elbow, while more quantitative studies should be also conducted. Figure 17 shows velocity profiles along each measuring circle at 1D. The horizontal axis is the transducer circumferential position and the vertical axis is the time-averaged velocity normalized by the mean velocity. The velocity profiles fluctuated locally at φ = 90 and 270
Velocity Profile along the Measuring Circle.
• , while high frequency fluctuation emerged at φ = 90
• due to the vertexes shown in Figure 13(b) . Conversely, at 5D (see in Figure 18 ) the frequency declined due to the decreasing vortexes effect.
The flow conditions formed in these simulations were expected to be asymmetrical along a line through φ = 90 and 270
• with secondary flows. This is because when focusing on the case of r/D = −0.3 and +0.3 in Figures 17 and 18 , V α UVP (obtained at φ = 90
• and r/D = −0.3) differed significantly from V β UVP (obtained at φ = 270
• and r/D = −0.3) and also from V γ UVP (obtained at φ = 270
• and r/D = +0.3). Conversely, the flow conditions were expected to show symmetric flow along a line through φ = 0 and • and r/D = +0.3). These results show a different tendency of velocity profile compared with the experimental result, due to the difference in Reynolds number and streamwise measuring location. maximum values appeared between N w = 5 and 7 for the 1D case (see Figure 19 ). In addition, the Fourier amplitudes declined remarkably at over N w = 10, and it is expected that approximately twenty transducers will be required to measure the flow rate accurately, considering the sampling theorem. In the case of 5D shown in Figure 20 , the maximum values also appear approximately at N w = 1 for both 1 and 5D due to the strong secondary flow toward the outer side of the elbow. Employing eight transducers for accurate flow rate metering is expected to be sufficient considering the Fourier amplitudes decreasing completely over N w = 4.
FFT Analysis of the Velocity Profile along a Measuring
Flow Rate Considering the Number of Transducers.
The flow rate was calculated integrating a velocity profile obtained along a measuring line. When using multiple transducers, these were located on a pipe wall with a constant circumferential interval, and the velocity profiles they obtained were used to calculate the flow rate. Additionally, to investigate the effect of circumferential transducer position φ on the flow rate measurement error, the transducer position was varied by 3
• and the flow rate was calculated at the each position. Figures 21 and 22 plot both maximum and minimum flow rate errors at 1 and 5D versus the number of transducers for Re = 5 × 10 6 . As shown in Figure 21 , these maximum and minimum flow rate errors converged when the number of transducers was approximately twenty. This result is consistent with the estimated number of transducers using FFT analysis. The converted values of flow rate errors are approximately +5 and −6% for the near and far field, respectively. This is because the patterns of secondary flows, as shown in Figures 13(a) and 13(b), changed significantly depending on the distance from the elbow and the velocity measuring points in the near and far fields were located at different streamwise positions. In the case at 5D (see in Figure 22 ), these flow rate errors converged for eight transducers. This result is also consistent with the estimated number of transducers using FFT analysis. An accurate flow rate could be measured at 5D because there was little change in the patterns of secondary flow in a streamwise direction.
Conclusion
This paper presents a new estimation method to determine the optimal number of transducers using UVP to measure flow rate accurately downstream of a single elbow. The new estimation method employs a wave number of velocity profile fluctuations along a circle on a cross-section of a pipe using FFT. The optimal number of transducers was estimated based on the sampling theorem. To evaluate this method, a preliminary experiment and numerical simulations using CFD were conducted. The evaluation regions of velocity profiles were located at 3D for the experiment, and 1 and 5D for the simulations downstream of the elbow, respectively. Reynolds numbers for the experiment and simulations were set at 4 × 10 4 and 5 × 10 6 , respectively. These results indicate the flow rate errors converge at the number of transducers which was estimated using the wave number and sampling theorem.
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